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- CODE REVIEW:
GOVERNING CODES:
- 2009 International Building Code
- 2009 International Mechanical Code
- 2009 International Electrical Code
- 2009 International Plumbing Code
- 2003 International Energy Code
- NFPA National Fire Codes including NFPA 101 Life Safety Code (2012)
- VA Design Guidelines and Manuals
- 6th Edition of the Department of Veterans Affairs Fire Protection Design Manual
- VA Barrier Free Design Guidelines
OCCUPANCY:
Use Group Classification: I-2(IBC); New Healthcare (NFPA 101)
CONSTRUCTION TYPE:
IIA Fully Sprinklered (IBC); 1I-1,1,1 (NFPA 101)
Fire Resistance Rating of Structural Elements: I-2 Occupancy IIA Const.
Structural Frame:
Columns 1 hour UL# X528
Exterior Walls:
Loadbearing 1 hour N/A
Non-Loadbearing 0 hour N/A
Interior Walls:
Loadbearing 1 hour N/A
Non-Loadbearing 0 hour N/A
Fire Wall 2 hour UL# U419
Shafts and Hoistways (707.4) 1 hour UL# U905, U415
Floor/Ceiling Assembly 1 hour UL# D780
Roof/Ceiling Assembly 1 hour UL# P733
Allowable Height and Building Areas (Table 503) for I-2 Occupancy IIA Const.
Allowable Height & Area - 2 Story, 15,000 SF/Floor
Area Modifications:
Sprinkler Increase +1 Story, +15,000 Square Feet
Open Perimeter Increase Not Utilized
A Total Allowable Area 30,000 Square Feet
u. o Actual Building Areas:
BEDROOM, RES BEDROOM, RES Household Building : 1st Floor 14,576 Square Feet
Household Building: 2nd Floor 13,172 Square Feet
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